GENERAL NOTES:

A. MAKE ALL CONNECTIONS TO EQUIPMENT PER MANUFACTURER'S REQUIREMENTS.

B. ROUTE ALL CONDUIT HOME RUNS TO PANELS OVERHEAD AND ABOVE ACCESSIBLE
CEILINGS WHERE AVAILABLE.

L l = C. PROVIDE POWER RELAYS, LOW VOLTAGE TRANSFORMERS, SECURITY CONDUITS
AND JUNCTION BOXES AS REQUIRED FOR SECURITY SYSTEM CONNECTIONS.

SECURITY SYSTEM CABLING AND EQUIPMENT BY OTHERS. COORDINATE
ELECTRICAL REQUIREMENTS FOR A COMPLETE AND OPERATIONAL SYSTEM WITH
ARCHITECTURAL DOOR HARDWARE SCHEDULE, ARCHITECT, SECURITY SYSTEM

PROVIDER AND OWNERS AGENT. VERIFY ALL REQUIREMENTS PRIOR TO

/ ROUGH—IN.
/ \kk D. ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE TO REVIEW MECHANICAL
“E i = DRAWINGS AND SUBMITTALS, AND PROVIDE ALL LINE VOLTAGE POWER AND
2 0] | INTERLOCK CONDUIT, CONDUCTORS AND TERMINATIONS FOR FULLY OPERATIONAL
- I SYSTEMS. CONDUIT FOR CONTROL WIRING SHALL BE BY ELECTRICAL
=lo 1 CONTRACTOR.  CONTROL WIRING AND CONNECTIONS FOR MECHANICAL EQUIPMENT
= = e SHALL BE BY CONTROLS CONTRACTOR.
= | E. COORDINATE ALL CONTROL WORK WITH THE MECHANICAL CONTRACTOR. FURNISH
= SC1 AND INSTALL ALL ELECTRICAL BOXES AND CONDUIT RUNS REQUIRED PER
== |} @ MECHANICAL DRAWINGS.
CORRIDOR STAR o) " REQUIRED BY EQUIPMENT RATINGS AND. MANUFACTURERS RECOMMENDATIONS
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=21 @T\ § G. COORDINATE MOUNTING HEIGHTS AND ORIENTATION OF DEVICES IN MILLWORK
= @I | : L il WITH ARCHITECTURAL ELEVATIONS.
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alll CORRIDOR L ) co 1. SURFACE MOUNTED LIGHT FIXTURE MOUNTED TO BOTTOM OF LANDING.
: Wi = CONCEAL CONDUIT. MAKE CONNECTIONS AS INDICATED.
i TP J 2. WALL MOUNT BOTTOM OF SCONCE LIGHT FIXTURE AT 7°-0" [2134mm] ABOVE
: ; FINISHED FLOOR OR LANDING. CONCEAL CONDUIT IN WALLS. MAKE
I CONNECTIONS AS INDICATED.
g T 1 3. WALL MOUNT BOTTOM OF LIGHT FIXTURE AT 9'—6" [2896mm] ABOVE FINISHED
- : T FLOOR OR LANDING. CONCEAL CONDUIT IN WALLS. MAKE CONNECTIONS AS
E INDICATED
4. WALL MOUNT BOTTOM OF LIGHT FIXTURE AT 7'—6" [2286mm] ABOVE FINISHED
£ FLOOR OR LANDING. CONCEAL CONDUIT IN WALLS. MAKE CONNECTIONS AS
5 INDICATED.
-
5. SURFACE MOUNTED MOTION SENSOR/PHOTOCELL. CONCEAL CONDUIT. MAKE
CONNECTIONS AS INDICATED.
- ’ s e S M direacc 6. FOR CONTINUATION OF CIRCUIT IN STAIRWELL SEE SHEET E2.5.
ey S s s s e U R . CORRIDOR CORRIDOR (6]0)
i — \H \H \H \H \H \H \H \H \H \H ) P \ \ \ \ . Cal CGe 7. SURFACE MOUNTED LIGHT FIXTURE MOUNTED TO BOTTOM OF STRUCTURE.

CONCEAL CONDUIT. MAKE CONNECTIONS AS INDICATED.
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